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PROJECT CONTACTS:

MATTHEW MAEDERER, P.E.

DIRECTOR OF PUBLIC WORKS/VILLAGE ENGINEER

PHONE: 414.371.3021
E-MAIL: MMAEDERER@BROWNDEERWI.ORG

TOM NENNIG, P.E.

WATER UTILITY ENGINEER

PHONE: 414.371.3081

E-MAIL: TNENNIG@BROWNDEERWI.ORG

HANK WALLENKAMP

WATER UTILITY TECHNICIAN

FIELD SUPERVISOR

PHONE: 414.305.8077

E-MAIL: WATER@BROWNDEERWI.ORG

DANA FAULKNER

SANITARY SEWER TECHNICIAN

FIELD SUPERVISOR

PHONE: 414.371.3023

E-MAIL: DFAULKNER@BROWNDEERWI.ORG

JIM BUSKE

ENGINEERING & GIS SERVICES MANAGER
PHONE: 414.371.3060

E-MAIL: JBUSKE@BROWNDEERWI.ORG

GENFRAI NOTES:

1.) The Contractor shall pay particular attention to compaction
of backfill in all trenches located beneath any paved area

and within five (5') feet of the pavement edge.

2.) The exact location of new hydrants shall be determined

in the field during construction.

3.) The location of water services and sanitary sewer laterals
may not be as shown on the plans, but have been placed based

upon the best information available.

4.) All driveways on the watermain side shall be saw cut a minimum of
three (3') feet from the street pavement edge prior to any pavement
removals. Street pavement shall also be saw cut as necessary at points

of connection to adjoining watermains, as marked in the field.

5.) Where the depth of cover over the new pipe appears insufficient
(approximately five (5') feet or less), the Contractor

may be required to install Styrofoam over the top of the new pipe.
The Water Utility will furnish the insulation; the cost of installation

shall be considered incidental to the project.

6.) The location, size, and/or depth of
culvert pipes shown on the plans may
differ from those found in the field

7.) WE-Energies is re-locating the existing gas main.
Plans will be shared with the contractor at the pre-construction conference.
Coordination w/ WE-Energies contractor will be necessary.

8.) A separate roadway reconstruction project will occur
after the Village's utility replacement project under a
separate WisDOT LET contract (WisDOT ID: 2595-00-70)

9.) All final restoration work will occur as part of the roadway
reconstruction contract. Contractor shall rough grade and backfill
all trenches temporarily within 2-inches of finished grade.

10.) N. 60th Street between W. Fairy Chasm Road & W. County Line Road
shall be closed to thru traffic (see traffic control plan).

Contractor shall maintain access to local traffic at

ALL times during construction.

11.) Contractor shall follow all erosion control practices as per
the Wisconsin Dept. of Natural Resources. Contractor shall use
silt bags when pumping water from trenches. A quantity of six (6)
ditch checks have been included. Ditch checks shall be placed as
directed by the Engineer.
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DETOUR GENERAL NOTES N

1) ALL SIGNS SHALL BE PLACED IN ACCORDANCE WITH THE
MANUAL ON UNIFORM TRAFFIC CONTROL DEVICES.

$

2) EXACT NUMBER, LOCATION AND SPACING OF SIGNS AND
DEVICES MAY BE ADJUSTED TO FIT FIELD CONDITIONS AS

DIRECTED BY THE ENGINEER. ee@e

3) ANY EXISTING TRAFFIC SIGNS THAT CONFLICT WITH THIS
0O OONG
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WORK SHALL BE COVERED AS DIRECTED BY THE ENGINEER.
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LEE NICHOLAS &
KIM STARZ-NICHOLAS

PATTI GODDARD

9251 N. 60TH STREET MITCHELL & KRISTIN RESEBURG

! ! ! !
I Q I 1 I
: < : NEW 6" PVC : 9235 N. 0TH STREET : 9261 N. 60TH STREET
I @) I ROBERT L. BALMER SAN SEWER I I
YYYYYYYYYN\
i g I 9219 N. 60TH STREET LATERAL & I l CONNECT TOEX.
: s ' NEW WYE SIO\;\ICNPEBITTEi /Ef ; CONNECT TO EX. : CONNECT TO EX.} /_ 6" VOP LATERAL
1 %) I (TYP) I 6" VPP LATERAL I 6" VCP LATERAL |=== === =-=—-r—=- = [-
VAAAAAAAANANY
: Y : AASAANNT | N, I A S N R [ O VCPLATERA - |
e J T ||| s s e T |l
O NEW 12" GATE VALVE & BOX » s
N NEW 12" X 6" TEE = ¢ z 3
INLET PROTECTION z
E TYPE "C"
U<E NEW 6" PVCD?E:TSS;EAEYP * EX. SAN EX.SAN | Ex. sAN
oIen (TYP) MH 2056 EXISTING 12" Cl MH 2057 / ma3o7a |\ \
EB._ INLET PROTECTION § CONNECT NEW WATER MAIN
TVPE "C" NEW HYDRANT 6" PVC LATERAL CONNEGT NEW
REPLACE NEW 12" PVC
" — TO EX. MH o
EX. SAN EX. 12" CI RE P..LA?E REPLACE 8"x8"x6" WYE WATER MAIN é/— 6" PVC LATERALS (4)
MH 2055 WATER MAI 8"x8"x6" WYE 8"x8"x6" WYE I~/
3e00 N- 60T, REET bavgo M T 15+00
11+00 12+00 = 4 PR, — i : : 10 —
] I : A e I w A : w i w w 0
2 L W 1 W 1 w == Z
>
Z
NEW 12" PVC WATER MAIN
NEW 1 1/4" TO BE OFFSET 2-FT FROM = =
I WATER SERVICE = EX. 12" Cl WATER MAIN i :L
DITCH CHECK (TYP.) . N | S S D - | R S S -
—ttTmTTTTTTS TN T TR A saassen TITTy T T T 1 -!— CONNECT TO EX T J CONNECT TO EX
| | CONNECT TO EX. : CONNECT T® EX. : : :
4" VCP LATERAL | ;
. : 4" VCP LATERAL 1 6" VCP LATEiAL ! CONNECT TO EX. 6" VCP LATERAL
] I : . : 6" VCP LATERAL
h . EXISTING HYDRANT | NEW WATER STOP & BOX | |
: . T . ' MARK OHL .
| i O BE REMOVED ' (TYP) :
. . i | 9234 N. 60TH STREET I KENNETH & DEBORA 1~ MILWAUKEE COUNTY
' ! \RAIMONDI ANTONIO & BERNADETTE CUMMINGS : . 9240 N. 60TH STREET ' 9262 N.60TH STREET
! ! JOHN & RENE NAWROCKI [9218 N. 60TH STREET | | I
: : 9202 N. 60TH STREET J . : H
" L M 1
CONNECT TO EXISTING
690 12" CIW/2-45 DEG. BENDS % 690
AFTER TESTING IS COMPLETED & @
SAFE WATER SAMPLE IS APPROVED o
3 0 20 40
685 g EXISTING SANITARY PROPOSED GRADE b ! 685
= MH NO. 2056 OVER NEW WATER MAIN EXISTING SANITARY SCALE, FEET
§ 3 STA 031156 RIM = 679.21 (SEPARATE CONTRACT) MH NO. 2057 EXISTING SANITARY
: | l i J MH NO. 3074
S| NEW HYDRANT ASSEMBLY EX. 8TINV. N9665.05 R~ 67940 RIM = 679.06
680 <|3 EX. 8" INV. S = 668.05 1 EX.8"INV. S = 669.15 il ; 680
EXISTING SANITARY =l ___________‘\_—________zd____________________Eleﬂjﬂw_
ZIT/I r\ioééog: = o o EXISTING GRADE SE NEWHZ BvE NEW 12" WATER MAIN INVERT
i GAS MAIN OVER NEW WATER MAIN o3 WATER MAIN SHALL BE 6-INCHES ABOVE
675 EX. 8" INV. S = 666.90 EXISTING 12" WATER MAIN 675
EX. 8" INV. N = 666.90
NEW 12" PVC WATER MAIN 611.65' @ 0.1% ) X rs \
670 670
"INV. =672.22 - EX. 8" SAN SEWER VCP EXISTING 12" CI
EX. 8" SAN SEWER V! WATER MAIN
665 EXISTING SS MH 665
EXISTING 60" RCP STA 11+30.71 EXISTING 60" RCP
STORM SEWER RIM = 676.84 STORM SEWER
EX. 60" INV. S = 660.59
660 EX. 60" INV. N = 660.59 660
PROPOSED GRADE
(SEPARATE CONTRACT)
EXISTING GRADE
655 \ 00655
5 o 3 5 54 8Q 52 g g 27 =3
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MITCHELL & KRISTIN

RESEBURG
9261 N. 60TH STREET

GEORGE & LENA TAYLOR
9277 N. 60TH STREET

DOUA NENG YANG &
KABAO YANG
9345 N. 60TH STREET

DANIEL & DENISE COLEMAN
9325 N. 60TH STREET

LORI BODE
9301 N. 60TH STREET

I
|
I CONNECT TO EX.
|

BIRDIE L. STOWERS !
9361 N. 60TH STREET i
:
|
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KYLE W. PEASLEE
9375 N. 60TH STREET

—EAFERAES— CONNEGT TO EX CONNECT TO EX.
CONNECT TO EX. : ;
CONNECT TO EX. VD LATERAL 6" VCP LATERAL —NERAE— CPNNECT JOEX. § g 4" VCP LATERAL 6" VCR LATERAL
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CONNECT TO EX. .
EXISTING 12" ClI
| DITCH CHECK (TYP.)
REPLACE 6" LATERAL WATER MAIN
8"x8"x6" WYE 1-FT FROM MAIN
NEW12" X 6" TEE
EFLACE CONNECT TO EX.
NEW 12 GATE o 8"x8"x6" WYE N. 60TH STREET / 6" LATERAL \
VALVE WATER MAIN x8"x - 1-FT FROM MAIN =
REPLACE = = 18+00 19+00 20+00 21r-00
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. T T CONNECT TO EX. — S S Tt k—{— _____ ————e- T___Bf)f(_(.T.Y.Pi ........ ————e—m s e —_ e L= N —————e—mm—ee Sy —TTTTT
: 6" VCP LATERAL . ; ' ' :
| ) : EXISTING HYDRANT gf)NCNECT TOEX. I | ngF:E:AiTNLATERAL i SANITARY LATERAL |
' NEW 6" PVC I TO BE REMOVED VCPLATERAL | NEW 1 1/4" bl bl Sl el =1 TO REMAIN :
| SAN SEWER  NEW HYDRANT ' i WATER SERVICE SANITARY LATERAL ' : |
H
i ;’;NESV’?(LE& ' : TO REMAIN | JEAN B. MASHIMANGO & | c ST CHURG :
. i | ! ODETTE MUREKATETE . ALVARY BAPTIST CHURCH I
i (TYP.) HERBERT STANELLE JR. & ' JOHN A. GRISSON & H PAUL SAEGER | 9332 N. 60TH STREET ! 5955 W. GLENBROOK ROAD i
MILWAUKEE COUNTY, MILDRED STANELLE i BONNIE MAIN-GRISSON | : : .
9262 N. 60TH STREET} 9292 N. 60TH STREET : 9302 N. 60TH STREET ' 9314 N. 60TH STREET | | i
x
o
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o8
w
>
-
< 0 20 40
685 | PROPOSED GRADE . ' 685
3|5 TAERZ T OVER NEW WATER MAIN EXISTING SANITARY SCALE, FEET
T |5 : MH NO. 3073
e|- NEW HYDRANT ASSEMBLY (SEPARATE SONTRAST)
= RIM = 678.70
680 b2 EX. 8" INV. N = 666.20 680
L EX. 8" INV. S = 666.20 l
—\—EXISTING GRADE NEW 12" PVC R Rt Bl o Sty — ===
OVER NEW WATER MAIN WATER MAIN EXISTING 4 E —_—_—— ==
675 GAS MAIN Py 675
\ oD
NEW 12" PVC WATER MAIN 61165 @ 0.1% NEW T2 TV WATER VAN ST B0 ET, .
670 /! | 670
P EXISTING 12" CI
WATER MAIN NEW 12" WATER MAIN INVERT INV. = 670.99 EXISTING S§ MH
EX. 8" SAN SEWER TRUSS PIPE SHALL BE 6-INCHES ABOVE STA 20+77.62
665 EXISTING SS MH EXISTING 12" WATER MAIN RIM = 675.25 665
STA 15+92.2 EXISTING 60" RCP EX gv EX. 60" INV. S = 662.00
RIM = 677.07 STORM SEWER - 8" SAN SEWER TRUSS P)pE EX. 60" INV. N = 662.00
EX. 60" INV. S = 661.15
660 EX. 60" INV. N = 661.15 660
PROPOSED GRADE
(SEPARATE CONTRACT)
EXISTING GRADE
655 © © \ ° 655
Lal ~
AL 5o 83 5N o m =[=2 g~ 8N ¥ N 2% 22 |2
v B v ©Z 22 22 o R s o o S o
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ANDREW ROBERSON &

JAMES & DEBORAH HOLLOWAY

! ! ! ! ! T
KYLE W. PEASLEE | FRANCELLE TAYLOR-ROBINSON I L [ NEW 6" PVC SAN SEWER 6002 W- CLOVERLEAF LANE i 1 |
9375 N. 60TH STREET ' 9393 N. 60TH STREET ' £ lTl { LATERAL & NEW WYE ' RICHARD & MYRA GEHRKE CONNECT TOEX. ! !
| CONNECT TO EX. | - | (TYP) CONNECT TO EX | 9421 N. 60TH STREET 6" VCP LATERAL | FRANK & MARY KOUDELKA |
: 6" VCP LATERAL : i : : e 9441 N. 60TH STREET :
_______ o BVOPLATERAL Y i % e B VCPLATERAL - — e e e B - .5 i
"—--—._____l
-I T { > / CONTRACTOR TO INSTALL A » ] 1 Tm—-
» . >
¢ = = £ @) TEMP. CAP & 2" BLOW-OFF s = 2 CONNEGT T0 X
= DITCH CHECK (TYP.) DITCH CHECK =~ W FOR TESTING & SAMPLING 6" VCP LATERAL
u/— (TYP) O = REQUIREMENTS. CONNECT .
. = TO EXISTING 8" Cl WM
o~ - e < " "
g J W/ 2-45-DEG. BENDS SONNECT TO ExX. CONNECT TO EX. NEW 12" X 6" TEE
6" LATERAL 6" LATERAL
CONNECT TO EX. ex san DITCH CHECK (TYP.) — CONNECT TO EX. 1-FT FROM MAIN 1-FT FROM MAIN
6" LATERAL MH 3075 EXISTING 12" CI 6" LATERAL EX.SAN
l_ EX SAN . 1-ET FROM MAIN WATER MAIN ‘ 1-FT FROM MAIN b N. 60TH STREET N MH 3076
7 R
4 (5% |, — NEws GATE N C = (BJ l = (R
2‘ 00 /— NEW 8"x12" TEE | 22+00 23+00 |7 _VALVE 24+00 l.. 25 | . 26+00 bt
l|‘| ) - T . - - : I ] v . \ w \ w : - l .
w w
]
T NEW 12" PVC %
e "
Q NEW 12" GATE WATER MAIN j e TE
<O( DITCH CHECK VAIE NEW 12" PVC WATER MAIN = — 71 \LA-IiE--—_____
T = (TYP) NEW 8"'x12" TEE TO BE OFFSET 2-FT FROM 1 -
. NEW 6" PVC ————— ]
EX. 12" Cl WATER MAIN |
S —ccgrm T e T b et el inbbbabbiak)” il wh i —-—- HYDRANT LEAD
N —— I TN s oot SRR U S/ S ‘
o r DITCH CHECK CONNECT TO EX. J ' NEW 6" PVC : NEW HYDRANT
@) : CONTRACTOR TO INSTALL A (TYP) | 6" VCP LATERAL I SAN SEWER ‘ EXISTING HYDRANT
g TEMP. CAP & 2" BLOW-OFF . : LATERAL & :
: . [ TO BE REMOVED
m I FOR TESTING & SAMPLING I | NEW WYE NEW1 140 & 1
« Ll
UZJ : ?(fcéi'lZimzN;iV%Ox;ECT z I i (TYP.) WATER SERVICE SANITARY LATERAL
.y ! W/ 8" SLEEVE ' : g?\;“CNPESTTE?{z(- NEW WATER STPP s TO REMAIN
Q) | DEAN & CARLA TEAT I NYIA YANG ! BOX(TYP) & TRINITY COMMUNITY CHURCH
. : 5950 W. GLENBROOK ROAD : 9406 N. 60TH STREET i ISSAC & STELLA AWE I 9450 N. 60TH STREET
§ 1 | ! 9420 N. 60TH STREET :
M ' 1 H
Y Y Y Y Y Y YYYYYYYYYYYYYYYYYYYYYYYYYYYYYYYYYVYYN
% R = LATERAL RISER. CONTRACTOR SHALL CUT-OFF EXISTING 90-DEGREE BEND AND
CONNECT WITH A STRONG BACK FERNCO & 45-DEGREE PVC FITTING
690 & 690
\AAAAANAAANAAANANANAANAAAANAANANAANANAAANANANANAANANANANANAANAANANNY
L
z
c STA 23+13.50 0 20 40
685 == NEW 8"x12" TEE 685
EXISTING SANITARY EXISTING SANITARY 9| SCALE, FEET
(=3 Iy
M NG—5072 MH NO. 3075 EAL PROPOSED GRADE EXISTING SANITARY STA 26+76.45
RiM 2 677 b STA 21+22.98 RIM = 676.92 : = OVER NEW WATER MAIN MH NO. 3076 NEW 12" GATE
680  Ex g INV.N= 66078 NEW 8"x12" TEE EX.8"INV.N=64558 {3 (SEPARATE CONTRACT) RIM = 677.05 VALVE & BOX 680
YV DO EX. 8" INV. S = 645.58 EX. 8" INV. N = 663.55
: P 1990 EX. 8" INV. W = 645.58 " =
EX. 12" INV. E = 660.78 ,[ EX- BT INV-Si= 863,55 B —————
—_——— e — —_—— — — V——_—_— -— _________Z...I____——____._,______._______—————-
675 EXISTING 4" EXISTING GRADE »EE \’;‘Viv'l\'l E1 s MFxﬁ 675
GAS.MAIN OVER NEW WATER MAIN 23
670 NEW 12" PVC WATER MAIN 1905 @ 0.13% [) NEW 12" PVC WATER MAIN 371 @ 0.13% 670
| —/
INV. = 670.72 INV. = 670.48 \_ . EXISTING 12" CI STA 26+81.45
NEW 12" WATER MAIN INVERT WATER MAIN NEW HYDRANT INV. = 670.96
665 EXISTING 60" RCP SHARL-BE 5-INCHES-ABOYE ASSEMBLY 665
EXISTING 12" WATER MAIN
STORMBEWER N SEWER TRUSS PIPE EX; 8" SAN SEWER TRUSS PIPE
EX 8"SA
EX_10" SAN SEWER TRUSS PIPE [
660 EXISTING SS MH 660
STA22177.77 PROPOSED GRADE
i SEPARATE CONTRACT
RIM-=-677-31 EXISTING GRADE ¢ )
EX. 60" INV. S = 663.23
655 ~ o EX. 60" INV. N = 663.23 = " ) <r655
=4 e 52 8% 2% 2 32 25 32 32 R N 33
o~ 2~ 2~ (S Sl IS S 2~ S 2~ 2~ <~ K~
w0 W w O w O w O w0 O w0 O w0 O [Topte) w0 O w O w O [TqVe) w0 O
21400 21+50 294+00 2250 23+00 23450 24+00 24450 25+00 25450 26+00 2650 27+00
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CHASU & YOUA YANG
9457 N. 60TH STREET

CONNECT TO EX.
6" VCP LATERAL
[ ———— -

CONNECT TO EX.

6" LATERAL
1-FT FROM MAIN
( R
27+ ot
00 =

b
e ———
———
e ————
—~—

SANITARY LATERAL

I
WILLIAM H. WILSON, REV TRUST H
9471 N. 60TH STREET ]

|

NEW 6" PVC
LATERAL & NEW 6" PVC SAN SEWER
NEW WYE LATERAL & NEW WYE
(TYP.) (TYP.)

CONNECT TO EX.

I
I
1. SANSEWER
)
I
6" VCP LATERAL

NEW 4"x12" TEE W/
4" SERVICE VALVE
CONNECT TO EX.
4" LATERAL W/
2-45-DEG. BENDS

o

CONNECT TO.EX\
v 6" LATERAL
L 1-FT FROM MAIN

i ———
——
e ————
————
——

CONNECT TO EX.

9497 N. 60TH STREET

CONNECT TO EX.

1
]
1
MONROE & CONNIE LOVE |
1
6" VCP LATERAL i
I

BOX (TYP.)

NEW 1 1/4"
WATER SERVICE

CONNECT TO EX.
6" LATERAL
1-ET EROM MAIN

CAAAANAN

== )

NEW 12" PVC WATER MAIN
| TO BE QFFSET 2-FT FROM

NEW WATER STOP &

TO REMAIN

RICHARD C GAD
9529 N. 60TH STREET

LEONARD & ELIZABETH SMITH
6001 W. DONGES LANE

CONTRACTOR TO INSTALL A

TEMP. CAP & 2" BLOW-OFF FOR

TESTING & SAMPLING REQUIREMENTS
CONNECT TO EX. 8" Cl WM W/ 11.25-DEG. BEND

CONNECT TO EX.
6" VCP LATERAL

LEU
AS
<
%
éﬁl
o
Q
=

[
i/ 2
NEW 8" GATE
VALVE

CONNECT TO EX.
6" LATERAL
1-FT FROM MAIN

N

DITCH CHECK
(TYP))

— EX. SAN
MH 3078

]

NEW 12" GATE

CONNECT TOEX. VALVE

6" PVC LATERAL

TO REMAIN 6" LATERAL L
. d
1-FT FROM MAIN = ——em L |
. e ' EX_12" Gl WATER MAIN v Ao
: 1 ----______i EXISTING 12" Cl ; NEWSXIZTTEE ew 129 X dv TEE
JAMES B. &
TRINITY COMMUNITY CHURCH : THOMAS J. JAGPDZINSKI : 9504|N. 60TH STREET T WATERMAN l JOANNE L WILLIAMS JENNIFER JACKSON
9450 N. 60TH STREET 1 9478 N. 60TH STREET CONNECT LO EX. : J NEW 12" PVC l_ So04 N, 6OTH STREET NEW 6" PVC 5534 N. 60TH STREET
: 6" VCP LATERAL =2 9524 N. :
i ; WATER MAIN . = HYDRANT LEAD
= 4 —/
NEW HYDRANT
R = LATERAL RISER. CONTRAGTOR SHALL CUT-OFF EXISTING 90-DEGREE BEND AND SANITARY LATERAL XS TING FYDRART
690 CONNECT WITH A STRONG BACK FERNCO & 45-DEGREE PVC FITTING TO REMAIN X = BE RElOVED > 690
o
s @ o 20 40
-
< < | .
685 EXISTING SANITARY E = 685
PROPOSED GRADE g
A ongoN?EW VGVATER MAIN 3 5 EXISTING SANITARY - é SRS TEE
RIM = 679.19 = )
ey INV-N 65485 (SEPARATE CONTRACT) Fla ZKAN%;O;;? &z
. . . o™ 1 = .
680 B 8V INV. 5 S804 85 <|Z  Ex 8 INV.N=666.18 g é 680
- l @1Z  EX 8"INV. S =666.18
\— EXISTING GRADE SN T T e Y— ——m —m—m —— — —— EX. 8" INV. W = 666.18
675 OVER NEW WATERMAIN  cas MAIN \ SE —r= 675
g}
STA 22+05.10 NEW 12" PVC 2=
NEW 6"x12" TEE WATERIMAIN
X ) NEW 12" PVC WATER MAIN 302" @ 0.059
670 , = f y] 670
INV. = 670.90 EXISTING 12" CI —/ INV. = 670.70 INV. = 670.19
U WER TRUSS PIPE
665 WATER MAN EX.8"SAN SEWER TRUSS PIPE EX. 8" SANSE 665
EX. 8" SAN SEWER TRUSS PIPE NEW 12" WATER MAIN INVERT
SHALL BE 6-INCHES ABOVE
STA 31+91.95
EXISTING 12" WATER MAIN el &
660 NEW 8"x12" TEE 660
PROPOSED GRADE
(SEPARATE CONTRACT)
EXISTING GRADE —
[fg] ~ w
89 N 03 RN 8 € 5% 29 8= oS 3= @ °3
> > . > > A > 2 $ s NS 2 ; .
cR B v ©Z 22 o o R s o o S LS
w0 W w O w0 O w O w O W O w0 w0 W w0 WO w0 O w0 O w0 W w0 O
27+00 27+50 28+00 28450 29+00 2350 30+00 30+50 31+0Q 31450 32+00 32450 33400
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RICHARD C. GAD
9529 N. 60TH STREET

=
= " —

E— L SS—

9545 N. 60TH STREET

CONNECT TO EX.
6" LATERAL

1-ET FROM MAIN CONNECT TO EX.

6" VCP LATERAL

9565 N. 60TH STREET

CONNECT TO EX.
6" VCP LATERAL

LATERAL-Q NN

(TYP)

185 PP

~~_ Q
CONNECT TO EX. <
33400 6" [ATERAL ®)
" 1-FT FROM MAIN i NEW 12" GATE _/" x
{72
L — 4 VALVE N. 60TH STREET EX. SAN n
f £ 35+00 MH 3080
P 3 it 2
—
T 3
NEW 1 1/4" \A t
WATER SERVICE NEW 12" PVC WATER MAIN CONNECT TO EXISTING Z
= TO BE OFFSET 2°¢T FROM EXISTING 12" Cl WATER MAIN S
E>i.\110| WATER MAIN WATER MAIN 3
e - NEW 12" PVC
- — - —_——— 2D WATER MAIN O
\J T — g
H z‘ N— DITCH CHECK ! '
, (TYP.) I i
gPyCNPEI—C/;FTEz EE( SANITARY LATERAL SANITARY LATERAL ' :
JAMES & JENNIFER JACKSON TO REMAIN TO REMAIN SANITARY LATERAL I
9534 N. 60TH STREET NEW WATER STOP & 1 TO REMAIN :
BOX (TYP.) SCOTT & MELISSA WOEHL NAKECIA M. DEAN-WHITE | PERCY & GLORIA ROBERTSO I
9542 N. 60TH STREET 9560 N. 60TH STREET : 9584 N. 60TH STREET :
690 690
0 20 40
685 685
SCALE, FEET
EXISTING SANITARY PROPOSED GRADE
680 MH NO. 3079 OVER NEW WATER MAIN STA 35+88.66 680
RIM = 675.22 (SEPARATE CONTRACT) NEW 12" GATE VALVE & BOX
EX. 8" INV. N = 666.89 | EXISTING SANITARY
EX. 8" INV. S = 666.89 MH NO.
I e e Y W ——_ RIM=0673;0§$ ]
N\ exisTiNG GRADE EXISIING 47 EN 1C20NCTSVST2 12 S)E(LST;EEDS EX. 8" INV. W = 668.28
OVER NEW WATER MAIN GRS MAN 5k ' EX. 8" INV. S = 6668.28
om
670 =l 670
4 NewW 1> PUC WATER MAIN 239 @ 0.15% T
EX. 8" SAN SEWER VCP
; WER TRUSS PlPE
EX. 8"SAN'SEWER JARUSS PIPE EX-8" SAN SE —T
665 T 665
INV. = 669.33 NEW 12" PVC NEW 12" WATER MAIN INVERT
WATER MAIN SHALL BE 6-INCHES ABOVE
EXISTING 12" &1 EXISTING 12" WATER MAIN
660 WATER MAIN 660
PROPOSED GRADE
(SEPARATE CONTRACT)
EXISTING GRADE
655 \ 655
23 ne =3 5™ 8™ =
o o0 s o0 00 00
w0 W w O w O w O w0 O w0 O
33+00 33450 34+00 34+50 25400 35450 36+00 36+50 37400 37+50 38400 38+50 29400
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E R = RISER

ADDRESS 6"PVC SDR 35 8"x8"x6" WYE REPLACEMENT 6" CONNECTION 6" CONNECTION 6" CONNECTION MANHOLE
LATERAL RELAY | W/ (2) STRONG BACK FERNCOS TO EXISTING 6" VCP LATERAL TO EXISTING 4" VCP LATERAL TO EXISTING 6" TRUSS PIPE CONNECTION
W/ 6"x6" STRONG BACK FERNCO | W/ 6"x4" STRONG BACK FERNCO W/ 6"x6" STRONG BACK FERNCO
(LF) (EA) (EA) (EA) (EA) (EA)
l 9202 55 1 - 1 -~ -

9218 55 - 1 - - 1

9219 56 1 - 1 - -
< 9234 56 1 - 1 - -

S O e g
g 9235 56 1 1 - - -
o 9240 55 - 1 — N 1

9251 55 - 1 -- - 1

9261 58 - 1 - - 1

9262 55 - 1 - - 1

9277 60 1 1 - - -

9292 53 1 1 - - -

9301 58 1 1 - - -
e
W 9302 60 1 1 - - -

(D ___________________________________________________________________________________________________________________________
& I © Y L S U SR R R

9345 60 - - 1 1 -

9361 60 - - 1 1 -

9375 60 - 1 - 1 _

0303 (R 60 - 1 - 1 -

6002 ¢ R 60 -- 1 - 1 -

W 9406 R 58 - 1 - ] -
O _______ | |
= %420 ¢Ry 60 - I - I -

9421 ¢ R 58 - 1 - 1 -

9441 ¢ R 60 - 1 - 1 -

9457 ¢ R 60 - 1 - 1 -

9471 ¢ R 60 - 1 - 1 -
~ === A [ [
w 9478 56 - 1 - 1 -

(D ________ ~~Y~sy ~ ~~——-——-"-""-""-"""-"-""-""-"\1-""="-""-""=-"-"-=-=-="-="-=-="-="-"="-" - =" =-"-""-""="-""-"""]""-"""-""-""-"-"-"-"-=-="-="-="-"-" =" " "-""-""-""-""="-"-"7T - ""-"=-"-"-" - - - -" =" =" ""-""-""-""-""-""-""-"-""-""1T"-"""=-"-=" - - - -"="-"-" =" =" "-""-""-=-"-=-"-"-"=-"=-""“"{|-"=-"=-"=-"—"=-"=-"==="-
£ e (RYe0 |- (R I SR IR (R N -

9504 26 - 1 - 1 -

‘ 6001 60 - 1 - 1 -- §

oo 9% | S R L S S L B R
'g(é 9534 58 - 1 - ] N
tﬂ- 9545 30 - 1 - 1 -
9565 30 - 1 - 1 -
TOTALS ¢ 1,820 § 9 (28 3 5 €19 3 5

DESSSSSS Seee .
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GENERAL NOTES:
18" X 30" ROCK FILLED FILTER BAG SHALL
BE COMPRISED OF THE FOLLOWING:

—HDPE HIGH DENSITY POLYETHYLENE
—HDPE HIGH _DENSITY POLYETHYLENE DRAW

ABOVE
ROAD €

18"-24"
ABOVE
ROAD

| 18"—24"

HI
STRING KNITTED DIRECTLY INTO BAG
OPENING. SUBGRADE

—80% FABRIC CLOSURE WITH APPARENT

OPENING SIZE NO LARGER THAN #* X *"

—ROLLED SEAM USING A MINIMUM OF 480

DENIER POLYESTER SEWING YARN FOR 6"
STRENGTH AND DURABILITY.

VALVE BOX \ MINIMUM 2.5' VALVE BOX—\ | MINIMUM 2.5’
I 2 f USE WELL GRADED COARSE AGGREGATE CONFORMING TO THE
S FOLLOWMING GRADATION REQUIREMENTS
(4] 9 w
HYDRANT LEAD [a) HYDRANT LEAD 5’ SIEVE SIZE IS\lAZSEl'#gNo 67 CROSS SECTIONAL V!
m 2 2 INCH (50 mm) - —_—
@ D@ 1.5 INCH (37.5mm) - L = THE DISTANCE
2 g 1INCH (25.0 mm) 100 = aTRPETARE S0P KL AMALESANGR
PLOYWRAP ALL DI g PLOYWRAP ALL DI 17 0.75 INCH (19.0mm)  90-100
PIPE AND FITTINGS = PIPE AND 2 0.5 INCH (9.5mm) 20-55 - =] A B
| S WOODENTRUST  FITTINGS | S WOODEN TRUST No. 4 (4.75mm) 0-10 & (M) =
RESTRAIN ALL BLOCKING RESTRAIN BLOCKING No. 8 (2.36mm) 0-5
JOINTS ALL JOINTS (1) SIZE No. ACCORDING TO AASHTO M 43
/ \ H / \ COURSE AGGREGATE INFORMATION SIDE VIEW
6" DI PIPE 8" PVC PIPE 8” DI PIPE "
\6" VALVE g
l° DITCH CHECK DETAIL
©

\ 6" VALVE

8" SOLID CONCRETE
BLOCK

8"x6" REDUCER

1 CU YD OF #2 STONE DRAW_STRING
KNITTED DIRECTLY

INTO BAG OPENING

ANCHOR TEE

1 CU YD OF #2 STONE 8" SOLID CONCRETE
BLOCK
COURSE AGGREGATE

HDPE HIGH DENSITY POLYETHYLENE FABRIC

HYDRANT ASSEMBLY

HYDRANT ASSEMBLY
1 1
HYDRANT ASSEMBLY FILTER BAG DETAIL
01X R UGy ()@ ROCK BAG DITCH CHECK
ATS 7
PROPERTY LINE
- INLET SPECIFICATIONS AS PER THE PLAN
GEOTEXTILE FABRIC, 2'x4" STAKE AND GEOTEXTILE DIMENSION LENGTH AND WIDTH TO MATCH HORIZONTAL PAY DISTANCE FOR LATERALS
TYPE FF CROSS BRACING FABRIC,
TYPEFF FLAP POCKET DITCH -t
DIRECTION OF [@ © g BACKFILL AS
EEgV?FF WATER - SPECIFIED _\ S e ESEEEE_DAS
— ; SLOPE @ Y8/ FTMIN PLUG OR N G 1 ]
NSNS ' CONNECT TO el INITIAL BACK A
. " A~ "
/1%{/ /& b EXISTING 12 FILL ZONE R
Nk . GRANULAR BEDDING (SAND OR GRAVEL) %
e GRATED 45 DEG BEND . GRANULAR
N 11 % DEG OR 22 % DEG BEND D L — .
INLET BASE
BURY FABRIC A AORB
MIN 6" DEPTH
8" \ INV ELEV AS DETERMINED FROM PLANS (MATCH EXISTING) GRANULAR TRENCH CLAY OR ROCK TRENCH
2'x4" STAKE AND = S USE REBAR OR STEEL
GEOTEXTILE CROSS BRACING INLET PROTECTION, TYPE B GEOTEXTILE FABRIC, 4 ROD FOR REMOVAL STANDARD INSTALLATION W/OUT RISER
WITHOUT CURB BOX TYPEFF OR
FABRIC ( )
TYPE FF (CAN BE INSTALLED IN ANY FOR INLETS WiTH SAST PROPERTY LINE
FRONT, BACK, AND CURB BOX USE WOOD S
INLET WITHOUT A CURB BOX) BOTTOM TO BE 2'x4", EXTEND 10" BEYOND HORIZONTAL PAY DISTANCE FOR LATERALS GRANULAR : :
MADE FROM SINGLE GRATE WIDTH ON BOTH DITCH i BEDDING* Vo
PIECE OF FABRIC SIDES, LENGTH VARIES. & WASHED “
SECURE TO GATE WITH o] % STONE % GRANULAR
N MIN DOUBLE STITCHED SEAMS WIRE OR PLASTIC TIES | = e BASE*
ALL AROUND SIDE PIECES Yol FT MIN PLUG OR %) o dE
AND ON FLAP POCKETS 4"x6" OVAL HOLE SHALL SLOPE @ /8’
BE HEAT CUT INTO ALL CONNECT TO WET OR UNSTABLE TRENCH POOR SUBSOIL TRENCH
EXISTING
FOUR SIDE PANELS
45 DEG BEND
ATTACH GEOTEXTILE
45 DEG BEND GRANULAR BEDDING E
INLET WITH OR FABRIC, TYPE FF, GEOTEXTILE WOOD 2'x4" EXTENDS FOR FLEXIBLE PIPE,
WITHOUT GRATE TO STAKES AND FABRIG 8" BEYOND GRATE VERTICAL SERVICE RISER NOTES: BEDDING OR BASE
CROSS BRACING TYPE FF WIDTH ON BOTH SIDES, A) MIN DEPTH OF COVER MATERIAL SHALL
INLET PROTECTION, TYPE A LENGTH VARIES. UNDER ROADWAY TO BE 70" EXTEND TO SPRING LINE
’ INLET PROTECTION. TYPE C SECURE TO GRATE WITH INLET PROTECTION, TYPE D (MID HEIGHT) OF PIPE.
(WITH CURB Bf)X) WIRE OR PLASTIC TIES (WITHOUT CURB BOX) INV ELEV AS DETERMINED FROM PLANS B) MIN DEPTH OF COVER
GENERAL NOTES (MATCH EXISTING) UNDER ANY PORTION OF
(CAN BE INSTALLED IN ANY INLET TYPE WITH e .
-MANUFACTURED ALTERNATIVES APPROVED AND LISTED ON THE DEPARTMENT'S OR WITHOUT A CURB BOX AS PER NOTE( 2)) STANDARD INSTALLATION W/ RISER GRASS AREAS TO 5-0 A=0.D. PIPE + 24"(MAX) D=4" BELOW BARREL FOR CLAY
EROSION CONTROL PRODUCT ACCEPTABILITY LIST MAY BE SUBSTITUTED. INSTALLATION NOTES B=0.D. PIPE + 18"(MAX) FOR ROCK 3" BELOW BELL FOR CLAY
“WHEN REMOVING OR MAINTAINING INLET PROTECTION, CARE SHALL BE TAKEN SO THAT TYPEB&C: C) MIN DEPTH OF COVER C=6" MIN. 6" BELOW BARREL FOR ROCK
THE SEDIMENT TRAPPED ON THE GEOTEXTILE FABRIC DOES NOT FALL INTO THE -TRIM EXCESS FABRIC IN THE FLOW LINE TO WITHIN 3" OF THE GRATE. AT PROPERTY LINE TO 9-0" E=DETERMINED BY A/E
INLET. ANY MATERIAL FALLING IN TO THE INLET SHALL BE REMOVED IMMEDIATELY. -THE CONTRACTOR SHALL DEMONSTRATE A METHOD OF MAINTENANCE, USING A SEWN FLAP, HAND (12' DESIRABLE)
(7 -FINISHED SIZE, INCLUDING FLAP POCKETS WHERE REQUIRED, SHALL EXTEND A HOLDS OR OTHER METHOD TO PREVENT ACCUMULATED SEDIMENT FROM ENTERING THE INLET. OR AS REQUIRED TO SERVE
MINIMUM OF 10" AROUND THE PERIMETER TO FACILITATE MAINTENANCE OR REMOVAL. TYPE D: EXISTING DEVELOPMENT.
-FOR INLET PROTECTION, TYPE C (WITH CURB BOX), AN ADDITIONAL -DO NOT INSTALL INLET PROTECTION TYPE D IN INLETS SHALLOWER THAN 30", MEASURED
18" OF FABRIC IS WRAPPED AROUND THE WOOD AND SECURED WITH STAPLES. FROM THE BOTTOM OF THE INLET TO THE TOP OF THE GRATE. 04 SANITARY SEWER LATERAL 0 5 TRENCH SECTIONS
THE WOOD SHALL NOT BLOCK THE ENTIRE HEIGHT OF THE CURB BOX OPENING. -TRIM EXCESS FABRIC IN THE FLOW LINE TO WITHIN 3" OF THE GRATE. NTS NTS
-FLAP POCKETS SHALL BE LARGE ENOUGH TO ACCEPT A WOOD 2x4. -THE INSTALLED BAG SHALL HAVE A MINIMUM SIDE CLEARANCE, BETWEEN THE INLET WALLS AND THE BAG,
INLET PROTECTION MEASURED AT THE BOTTOM OF THE OVERFLOW HOLES, OF 3". WHERE NECESSARY THE CONTRACTOR SHALL
0 3 CINCH THE BAG, USING PLASTIC ZIP TIES, TO ACHIEVE THE 3" CLEARANCE. THE TIES SHALL BE PLACED AT
NTS AMAXIMUM OF 4" FROM THE BOTTOM OF THE BAG.
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